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GENERAL NOTES

1. GRADE AND HORIZONTAL PIPINGS:

RUN ALL HORIZONTAL PIPINGS IN PERFECT ALIGNMENT AT A UNIFORM GRADE
OF NOT MORE THAN (2%) TWO. PERCENT.

2. GHANGE IN DIRECTION:

ALL CHANGES IN DIRECTION SHALL BE MADE BY THE APPROPRIATE USE OF 45
DEG WYE, LONG SWEEP QUARTER BEND, SIXTH, EIGHT, OR SIXTEENTH BENDS, WHEN
THE CHANGE OF FLOW IS FROM HORIZONTAL TO VERTICAL, A SIMPLE 1/8 BEND
COMBINATION MAY BE USED WASTE LINES. TEES AND CROSSES MAYBE USED ON

VENT PIPES.

3. PROHIBITED FITTINGS:

NO DOUBLE TEE BRANCHES SHALLBE USED ON HORIZONTAL SOIL OR WASTE
LINES. DRILLIN AND TAPPING OF HOUSE DRAINS, WASTER OR VENT PIPES, AND USE OF
SUDDLE HUB AND BENDS ARE PROHIBITED.

4, SLEEVES:

PROVIDE PIPE SLEEVES AT WALLS, COLUMNS OR SLAB ONE SIZE BIGGER THAN
THE ACTUAL SIZE OF PIPE PASSING THROUGH WALLS OR UNDER SLABS TO PROTECT

PIPES FROM BREAKAGE.

5. PIPE CLEANQUTS:

CLEANOUTS ARE REQUIRED UNDER THE FOLLOWING CONDITIONS:

a.) EVERY 90 DEGREES CHANGE IN HORIZONTAL DIRECTION

b.) 1.50m. INSIDE THE PROPERTY LINE BEFORE THE HOUSE DRAINAGE

CONNECTION.

¢.) EVERY 15.00m HORIZONTAL RUN PIPES.

d.) AT THE END OF EVERY OR ANY HORIZONTAL PIPES.

6. DEAD ENDS AVOIDED:

IN THE INSTALLATION OF PLUMBING SYSTEM, DEAD ENDS SHALL BE AVOIDED.

7. ALL PLUMBING WORKS:

ALL PLUMBING WORKS SHALL BE DONE IN ACCORDANCE WITH THE PROVISIONS
OF THE LATEST EDITION / VOLUME OF THE PLUMBING CODE OF THE

PHILIPPINES AND PERTINENT PROVISIONS OF THE OTHER RELEVANT & ACCEPTABLE. ALL WORKS

STANDARDS & SPECIFICATIONS. ALL WORKS SHALL BE DONE UNDER THE DIRECT
DIRECT SUPERVISION OF THE PROJECT ENGINEER.
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