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1. ALL SANITARY WORKS INCLUDE HEREIN SHALL B EXECUTED ACCORDING TO THE PROVISIONS OF THE NATIONAL 
PLUMBING CODE OF THE PHILIPPINES, THE NATIONAL BUILDING CODE OF THE PHILIPPINES, AND ITS IMPLEMENTING
RULES AND REGULATIONS.

2.  COORDINATE THE DRAWING WITH OTHER RELATED DRAWINGS AND SPECIFICATIONS THE ARCHITECT AND /OR  THE
ENGINEER SHALL BE NOTIFIED IMMEDIATELY OF ANY DISCREPANCY FOUND HEREIN, HIS/HER DECISION SHALL BE 
FINAL.

3.  ALL PIPES SHALL BE INSTALLED AS INDICATED.  ANY RELOCATION REQUIRED FOR PROPEEXECUTION OF OTHER 
TRADES SHALL BE PRIOR TO THE APPROVAL OF THE ARCHITECT AND/OR ENGINEER.

4.  PROPOSED SANITARY UTILITIES SHALL CONFORM TO THE ACTUAL LOCATION, DEPTH AND INVERT ELEVATION OF 
EXISTING PIPES AND STRUCTURES AS VERIFIED BY THE CONTRACTOR.

5. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL THE REQUIRED WALL OPENINGS.

6.  ALL SLOPES FOR HORIZONTAL DRAINAGE SHALL MAINTAIN 1% AS MINIMUM, UNLESS OTHERWISE NOTED.

7.  SIZES OF WATER SUPPLY PIPES TO FIXTURES SHALL BE IN ACCORDANCE WITH THE MANUFACTURER'S INSTRUCTIONS.

8.  ALL FIXTURES SHALL BE VENTED, UNLESS OTHERWISE NOTED.

9.  THE WORK THROUGHOUT SHALL BE EXECUTED IN THE BEST MOST THOROUGH MANNER KNOWN TO THE TRADE AND
TO THE SATISFACTION OF THE ARCHITECT AND/OR THE ENGINEER.

10.  THE CONTRATOR SHALL VERIFY ALL EXISTING UTILITIES AT SITE AND COORDINATE THE WORKS WITH THE SEWER 
EFFLUENT DISPOSAL AND WATERLINE SERVICE CONNECTION POINT.

11. REFER TO THE TECHNICAL SPECIFICATION FOR DETAILED MATERIAL AND EQUIPMENT SPECIFICATIONS

12.  IT IS NOT INTENDED THAT THE DRAWINGS SHALL SHOW EVERY PIPE FITTINGS, VALVES AND APPLIANCES, ALL SUCH
ITEMS WHETHER SPECIFICALLY MENTIONED OR NOT, OR INDICATED IN THE DRAWINGS SHALL BE FURNISHED AND 
INSTALLED IF NECESSARY TO COMPLETE THE SYSTEM TO THE SATISFACTION OF THE CLIENT.
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